e CTIENGINEERS

CTI Engineers, Inc.
Chattanooga, TN 30702
Phone 423.267.7613
Fax 423.267.0603
www.ctiengr.com

LETTER OF TRANSMITTAL

TO:
Principle Environmental, Inc.
J. Cumby Construction, Inc.
Tech Coat, Inc.
JBrennon Construction, Inc.
Norris Brothers Excavating, LLC
Herrick Company, Inc.
Haren Construction Company, Inc.
Judy Construction Company
Bowen Engineering Corp.
Dugan & Meyers Industrial, LLC
Smith Contractors, Inc.
Reeves Young

The Blue Book
Dodge Data & Analytics
Builders Exchange of Tennessee

Associated General Contractors
ConstructConnect

FROM:  Jerry Hightower, P.E.
DATE: June 26, 2025

PROJ. NO.: C24038

SUBJECT: Addendum No. 2
Duck River Utility Commission

Contract 2- Water Treatment Plant Improvements

PAGES: 3 pages to follow

johnharward@principleenvironmental.com

gshirley@jcumbyconstruction.com
toddjones@techcoat.net.
brent@jbrennonconstruction.com

alisonmay@norrisbrosexcavating.com

cody@hci96.com
cosborne@harenconstruction.com
owen@judycc.com
cmotz@bowenengineering.com
estimating@dugan-meyers.com
cg@sci82.com
svaleriano@reevesyoung.com

emcveigh@mail.thebluebook.com
dodge.bidding@construction.com
heather@bxtn.org
planroom@agcetn.org
rachael.taylor@constructconnect.com

TO CONFIRM RECEIPT OF THIS ADDENDUM NO. 2
PLEASE SIGN AND EMAIL TO CTI

PLEASE vvisco@ctiengr.com

RESPOND Company

Signature
e 2 2 I
Title

Date

ID 858902

PRACTICAL INNOVATION, BY DESIGN®


mailto:johnharward@principleenvironmental.com
mailto:gshirley@jcumbyconstruction.com
mailto:toddjones@techcoat.net
mailto:brent@jbrennonconstruction.com
mailto:alisonmay@norrisbrosexcavating.com
mailto:cody@hci96.com
mailto:cosborne@harenconstruction.com
mailto:owen@judycc.com
mailto:cmotz@bowenengineering.com
mailto:estimating@dugan-meyers.com
mailto:cg@sci82.com
mailto:svaleriano@reevesyoung.com
mailto:emcveigh@mail.thebluebook.com
mailto:dodge.bidding@construction.com
mailto:heather@bxtn.org
mailto:planroom@agcetn.org
mailto:rachael.taylor@constructconnect.com
mailto:vvisco@ctiengr.com

ADDENDUM NO. 2

CONTRACT DOCUMENTS, SPECIFICATIONS, AND DRAWINGS
FOR THE
DUCK RIVER UTILITY COMMISSION
CONTRACT 2:
WATER TREATMENT PLANT IMPROVEMENTS

The following changes shall be made to the Contract Documents, Specifications, and
Drawings.

. CONTRACT DOCUMENTS

A. Section 00 42 00 — Bid Schedule. DELETE page 00 42 00-2.1 and
REPLACE with attached page 00 42 00-2.2.

1. SPECIFICATIONS
A. Section 01 21 13 — Allowances.

1. Page 01 21 13-1, DELETE Paragraph 1.3 Specified for Unexpected
Repairs in its entirety.

B. Section 01 33 23 — Shop Drawings, Products Data, and Samples.
1. Page 01 33 23-2, Paragraph 1.3 ADD the following paragraph:

“H. In Specification Sections that require Professional Engineering (P.E.)
calculations, the P.E. shall be registered in the State of Tennessee.”

C. Section 09 91 00 — Painting.
1. Page 09 91 00-1, ADD the following sentence to 1.1 A

“‘Note: all paints coatings, additives, and epoxies which contact potable
water must comply with TDEC Rule 0400-45-01-.17 (36). NSF 61/600.

D. Section 46 41 25 Vertical Shaft Turbine Flash Mixer.

1. Page 46 41 25-3, DELETE Paragraph 2.2 A. and REPLACE it with the
following:

“ A. The approved Flash Mixer manufacturers and models are: Anco by
Enviropax, Ebara-Sharpe (N-Series), and SPX Flow-Lightnin, (17QT20).”

E. Section 46 41 40 — Vertical Shaft Turbine Flocculators.

1. Page 46 41 40-3, DELETE the words in Paragraph 2.1.B. and REPLACE
them with the following:

“The approved flocculator manufacturers and models are: Anco by
Enviropax (Series 3000), Ebara-Sharpe (N-Series), and SPX Flow-Lightnin,
(16QT5).”
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F. Section 46 43 76 — Inclined Plate Settler Clarification System.

1. Page 46 43 76-3, Paragraph 1.3 B.9.b4) DELETE the next to last
sentence and REPLACE it with the following:

“Flow rates will be at specified design flow of 8.0 MGD entering the inlet flow
channel and 4.0 MGD entering each sed basin for both simulations.”

lll. DRAWINGS

A. Drawing M222: ADD

1. “Note for Sludge PS Drain: The 6-inch drain line will include 70 feet of 6-
inch DIP pipe, installed at a slope of approximately 0.50% to a precast
concrete headwall with 6” Ductile Iron Flap Valve, and 10 LF x 5 LF of 12-
inch riprap.

Date: June 26, 2025 Duck River Utility Commission
/s/ Randal J. Braker, P.E.
General Manager
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Specification

Price $

Delivery Time
(Weeks after shop

Section(s) Equipment Manufacturer/Supplier Drawing approval)
26 29 23.21 | Variable Frequency Motor | a Altivar Process VFD by
Controller (VFD’s) Schneider Electric USA,
Inc.
a Yaskawa P1000 active front
end
b
409000 Instrumentation and Control | a Lord & Co.
Subcontractor b MR Systems (Inframark)
46 41 25 Vertical Shaft Turbine Flash | a Anco
Mixer a Ebara Sharpe
a SPX Flow-Lightnin
46 41 35 Hyperboloid Flocculators a Invent Environmental
Technologies, Inc.
b
46 41 40 Vertical Shaft Turbine a Anco
Flocculators a Ebara Sharpe
a SPX Flow-Lightnin
46 43 76 Inclined Plate Settlers and | a MRI
Egﬂg;gﬁtﬂecvon System b JMS
46 61 05 GAC Contactor Equipment | a Leopold
a Roberts Filter Group
Notes

1) Bidder shall provide prices and delivery time for all “a” items listed. Failure to do so can be grounds for
the Bidder to be declared nonresponsive. If an “a” item manufacturer will not provide a price, bidder shall
write “No bid available.”

2) The Owner reserves the right to award the project using any combination of the adjusted “Contract Price”
as described above.

3) Manufacturers listed under bid items 46 41 35 and 46 41 40 are competing with each other. The total
price for all three mixers by one manufacturer is to be included in the base bid.

BIDDER DATE

BY Signature ~ TITLE

ADDRESS

CITY STATE ZIP CODE

TELEPHONE NUMBER FAX E-MAIL
JS 004200- 2.2 C24038
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